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(1)ELEVATOR POWER MODULE/FUSIBLE
DISCONNECT SWITCH — 200A, 480V, 3@.
BUSSMAN CATHPS2—T48—R1—K—G—A—F3
FROM EXISTING 5KV SEE ENLARGED POWER SEE ENLARGED PLAN % 30A—2P SAFETY SWITCH — NEMA 1 (CAR
SWITCHGEAR LOCATED IN FROM EXISTING PARALLELING PLAN DRAWING DETAIL 2/EP1—-101A ~ % EQBLA-3 LIGHTING & FAN).
THE SUBSTATION BUILDING. SWITCHGEAR LOCATED IN EP4—201 LSB1A—6 BLAT40.42 (%)
OND FLOOR SWITCHGEAR yes  EQBLA-39.41 S (3)30A-2P SAFETY SWITCH — NEMA 1.
- — — ROOM OF BUILDING #1 ma@ OBLA—40.42
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Drawing Notes

1. PROVIDE 120 VOLT POWER TO ALL VAV BOXES.
BOXES SHALL BE SERVED ON 20AMP CIRCUITS
AND GROUPED AS INDICATED BELOW:

TU—-BO1 CCT NO. EQBLB—1

QBLA-5

MOUNTED ON BOTTOM OF CABLE TRAY OVER
EQUIPMENT RACK.

@OC._._um._. BOX WITH 120 VOLT, 20AMP

@

CIRCUIT FOR SECURITY PANELS.
COORDINATE J—BOX MOUNTING LOCATION
WITH SECURITY CONTRACTOR PRIOR TO

ROUGH—IN. (SECURITY SYSTEM BY OTHER
CONTRACTOR)

FIRE PUMP — 100HP, 480V, 39. SEE
DRAWING EP5-201 FOR FEEDER
REQUIREMENTS.

FIRE PUMP CONTROLLER
(CONTROLLER FURNISHED UNDER DIVISION
21 10 00). FOR FEEDER REQUIREMENTS.

°;OO_A_.H< PUMP — 3HP, 480V, 30

JOCKEY PUMP CONTROLLER
(FURNISHED UNDER DIVISION 21 10 00)

emm_um_omm>z._. CENTRALIZED CONTROLLER -

208V, 19, 1AMP.

@mm_um_omm>z._. BRANCH CONTROLLER #2 -

208V, 19, 15AMP.

@Z.O PANEL — 120V, 1@.

@,\_oqom_Nmo DAMPER — 120V, 19.

e_uoom ACCESS CONTROLLER — 120V, 14 NE

POWER.

DOMESTIC WATER BOOSTER PUMPS —
2 — 5 HP, 480V, 3@.

am_.m<>8m CONTROLLER — 40HP, 480V, 3@.

(8)
y)
()

1”7 EMPTY UNDERGROUND EMERGENCY
TELEPHONE POWER RACEWAY SERVING
EMERGENCY PHONE SHALL BE EXTENDED TO
PANELBOARD EQBLA. REFER TO DRAWING
TSO0—-201 FOR EXTERIOR DUCT BANK
LOCATION.

ELEVATOR SUMP PUMP — SP-1
2HP, 120V, 1@.

DRY PIPE VALVE
120V, 19 NE POWER.

HEAT TRACE
120V, 1@ NE POWER.

100A—3P FSS WITH FUSE SIZE AS DIRECTED
BY EQUIPMENT MFR. PROVIDE AUX.
CONTACTS IN SWITCH TO NOTIFY VFD UNIT
THAT THE AHU MOTOR HAS BEEN
DE—ENGERIZED. PROVIDE ALL CONTROL
RACEWAY AND WIRING AS REQUIRED.

60A—-3P FSS WITH FUSE SIZE AS DIRECTED
BY EQUIPMENT MFR. PROVIDE AUX.
CONTACTS IN SWITCH TO NOTIFY VFD UNIT
THAT THE AHU MOTOR HAS BEEN
DE—ENGERIZED. PROVIDE ALL CONTROL
RACEWAY AND WIRING AS REQUIRED.

SECURITY PANEL—120V—-1@. VERIFY FINAL
MOUNTING LOCATION WITH SECURITY
CONTRACTOR PRIOR TO ROUGH-—IN.
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